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ITEM # QTY DESCRIPTION PART NUMBER MANUFACTURER
1 1 67.00 X 36.00 X 16.00 TYPE 3R VENTED ENCLOSURES WF100LP HOFFMAN
2 1 BACK PLATE A60P36 HOFFMAN
3 1 125HP HD VFD 20F1AND186JNONNNNN ROCKWELL
4 o] LINE AND LOAD LUGS CSWS-4/0-38 ALLEN BRADLEY
0
5 1 200 AMP MAIN BREAKER 3 PH 600V 140G-J2F3-D25 ALLEN BRADLEY
o o 6 2 LUG KIT 140G-J-TLA1A3 ALLEN BRADLEY
7 PANEL DISCONNECT HANDLE FOR MAIN BREAKER 140ghrvm12r ALLEN BRADLEY
8 1 350 VA CONTROL TRANSFORMER 480/240-120 WITH FUSE BLOCK E350WB EMERSON
L 1 —
— 9 1 FUSE KIT 30322R-SHD SOLA
i | v 10 1 30A FUSE HOLDER 600V 1492-FB1C30 ALLEN BRADLEY
H H
e U iz L GBEGT 1 1 LINE REACTOR CRX0192AC ALLEN BRADLEY
12 1 LOAD REACTOR CRX0192BC ALLEN BRADLEY
13 1 SAMP 24VDC POWER SUPPLY EDR-120-24 MEANWELL
14 10 END STOPS 1492EAI35 ALLEN BRADLEY
_l_ _l_ 15 1 5 AMP DIN RAIL BREAKER 1489-m1c050 ALLEN BRADLEY
ePa ﬁ) 16 4 TERMINAL BLOCK GRAY 1492-J4
17 2 TERMINAL BLOCK GREEN 1492-JG4 ALLEN BRADLEY
18 28 TERNINAL BLOCK GREY 1492-L3T ALLEN BRADLEY
19 4 TERMINAL BLOCK GREEN 1492-L.G3T ALLEN BRADLEY
20 1 DINRAIL1IM 199DR1 ALLEN BRADLEY
21 2 GROUND BLOCK 4/0 -4/0 k2a29u BURNDY
22 2 10 AMP CIRCUIT BREAKER DIN RAIL MOUNT 1489-M1C100 ALLEN BRADLEY
23 0 4/0 GROUND LUG ka29u BURNDY
24 5 DPDT RELAY 24VDC COIL 700-HK32224 ALLEN BRADLEY
25 1 DPDT RELAY 120 VAC COIL 700-HK32A1 ALLEN BRADLEY
26 6 RELAY BASE DPDT 700-HN221 ALLEN BRADLEY
27 2 2A 600V CLASS CC FUSE LP-CC2 BUSSMAN
28 1 6 A 250V CLASS M FUSE FMN 6 BUSSMAN
29 1 2A 250V FMN FUSE FMN2 BUSSMAN
30 1 3V BATTERY CR 1220 EVERYREADY
31 1 POWERFLEX 750 DUAL 20-750-ENETR ALLEN BRADLEY
32 60 3/0 THHN WIRE
33 12 3/0 1 HOLE LONG 3/8 YA27 BURNDY
34 1 GROUND BAR SIEMEC2GB12 SIEMENS
0
:
ITEM# DESCRIPTION
1 #16 MTW_FOR 24VDC - RED WIRE
2 #16 MTW_FOR 0VDC - BLACK WIRE
3 #16 MTW_FOR GROUND - GREEN WIRE
4 #18 TFFN FOR DISCRETE INPUT MODULE(S) - YELLOW WIRE
5 #18 TFFN FOR DISCRETE OUTPUT MODULE(S) - BLUE WIRE
6 #18 TFFN FOR ANALOG INPUT MODULE(S) - PURPLE WIRE
7 #18 TFFN FOR ANALOG OUTPUT MODULE(S) - GRAY WIRE
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